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Abstract: Climate change could pose a significant threat to the energy sector in various countries.
The objective of this study is to analyze the long-term impact of changes in precipitation and water
availability on hydroelectric production. To do so, the study focuses on three hydroelectric power
plants in Southern Spain combining climatological, technical and economic data and projections.
A physical model has been designed that reproduces the plants’ operations and incorporates various
scenarios for the evolution of contributions to the basin. The results predict a 10 to 49% drop
in production by the end of the century, depending on the plant and scenario. This decrease
in production, in accordance with our economic and operational hypotheses, would significantly
affect the operating margins of the facilities and, in certain scenarios, could reach an economically
unsustainable level by the end of the century. An investment analysis has been carried out as well,
showing that climate change may jeopardize future investments in similar facilities.
Keywords: climate change; climate change adaptation; hydropower generation; water resources;
renewable energy
1. Introduction
The energy sector is responsible for two-thirds of anthropogenic greenhouse gas emissions
globally [1] and, therefore, is a very relevant contributor to climate change. At the same time, the impacts
associated with this phenomenon may jeopardize the existence of a secure energy supply [2].
Within the sector, electricity generation may be impacted by, among other factors, rising global
temperatures, changes in the frequency and intensity of extreme weather events, changes in air
temperature, and most notably, changes in rainfall patterns. These impacts will have repercussions
throughout the sector’s value chain, including the provision of raw materials, energy generation
itself, and supply and distribution, and will occur in one form or another in nearly all energy
generation technologies [3–5].
Despite the extent and importance of these effects, the sector has limited coverage in the principal
studies developed in the field, as well as in the deployment of investments and adaptive measures [6].
Nevertheless, papers are beginning to emerge that offer an overview of the potential impacts
on electricity generation technologies or in different geographic areas [7–9]. However, there is less
available literature that presents a detailed analysis of specific projects or plants, or that analyzes the
economic implications of climate change or how it can influence new investments in the sector [10].
A multidisciplinary approach is necessary so that economic, physical and regulatory issues are
considered together.
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In the case of hydroelectric power, apart from the sector’s overall vulnerability, the impacts
on its primary resource, water, must be taken into account. By its very nature, hydroelectricity
is sensitive to variations of this resource, both in terms of average rainfall patterns and relative
changes in frequency and intensity [11]. In view of the existing literature, it is estimated that there will
be significant local variations in hydroelectric generation, with greater generation in high latitudes and
humid tropic regions, and less in middle latitudes and dry tropic regions [12]. According to available
information, these variations will be compensated on a global level, with no large fluctuations expected
in the technology’s total energy generation as a consequence of climate change by 2050 [12,13].
The south of Europe, Spain in particular, are among the regions that can expect a more significant
decrease in the resource. According to the Intergovernmental Panel on Climate Change [14], runoff
can decrease by 6 to 36% up to the 2070s compared to the period 1961–1990. In this regard, the Spanish
government’s National Climate Change Adaptation Plan [15] and its successive working programs
include industry, energy and water resources among the vulnerable sectors.
The objective of this study is to combine physical, technical and economic information to analyze
to what extent a decrease in average rainfall and changes in temperature, as a consequence of climate
change, could affect the long-term profit margins and operations of a hydroelectric plant. Therefore,
the aim is to provide a multidisciplinary analysis combining climate data, technical calculations for
electricity production and an economic assessment of the implications for utilities, energy planners
and policy makers. The analysis has benefited greatly from greatly from the collaboration of several
departments within the company that operates the power plants.
Accordingly, this paper is structured as follows: the next section gives a description of the plants
and an overview of the methodological basis and the model. Section 3 presents the key assumptions of
the projection and summarizes the most important results in terms of future production. Section 4
analyzes the economic implications of the projections, in terms of profitability and investments.
Section 5 provides some insights on the discussion of the results in the context of climate change policy.
The paper closes with some concluding remarks.
2. Methodology
2.1. Description of the Plants
Over the years, the company ENDESA (Madrid, Spain) has worked to better evaluate its
vulnerability to climate change. In 2012, it conducted a broad study, internally and confidentially, that
analyzed the vulnerability of its power plants worldwide, which included all utilized technologies.
As a result of this top-down assessment, several businesses and countries were identified as hot spots
for further analysis, including hydroelectric generation in Spain.
In 2014, as part of the Adapta initiative, coordinated by the Spanish Office of Climate Change,
a multi-criteria study was conducted of three hydroelectric power plants. In that study, different
climate impacts were considered and evaluated. In conclusion, the most relevant impacts identified
were a rise in temperature, a decrease in rainfall, and the intensification of extreme rainfall events [16].
The same plants have been selected for this study, as their varied characteristics provide a good
example of how climate change may impact each distinct type of plant. The most significant
characteristics are outlined in Table 1.
The first two plants have considerably less operational flexibility in their management. Mengíbar,
as a run-of-river plant, has hardly any water storage capacity and, when flow is high, it is forced to spill
water without utilizing it. Cala, on the other hand, has a storage reservoir of limited capacity and is
therefore forced to periodically release water so as not to exceed the hazard curve. Finally, Tranco de
Beas has a greater storage capacity, in fact, it is considered unlimited in modeling, and manages water
contributions to the basin over the course of several years, with the objective of optimizing energy
production. However, the holder of the plant, the Guadalquivir Water Confederation, establishes strict
limits on water usage during shortages.
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Table 1. Characteristics of the analyzed plants. Source: ENDESA.
Name Year ofConstruction Location
Installed
Capacity Plant Type Remuneration
Cala 1927 El Ronquillo (Seville) 12.8MW
Storage plant, annual
balancing Market price
Mengíbar 1918 (Refurbishedin 1975) Mengíbar (Jaén) 4.2 MW Run-of-river Market price
Tranco
de Beas 1953
Sierras de Cazorla
Natural Park, Segura
y Las Villas (Jaén)
39.8
MW
Storage plant,
multiyear balancing Market price
All the plants are situated on different locations along the Guadalquivir River Basin, as shown
in Figure 1. The Guadalquivir is one of the longest rivers in the Iberian Peninsula. Tranco de Beas,
the largest plant, is located near the river source in the province of Jaen. Mengíbar, the run-of-river
plant, is located near the middle course of the Guadalquivir in the same province. Cala is located along
the course of Rivera de Cala, a tributary of the main river, in the province of Seville. All the plants have
higher runoff in winter (ranging between 58% and 37% of the annual runoff) with Mengíbar showing
less reductions during the summer.
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the 1960’s. The SAIH (Automatic Hydrologic Data Collection System, of the Ministry of Agriculture, 
Food and Environmental Affairs) offers detailed information on many parameters for each location, 
but only since the year 2000. The historical information is considered adequate and consistent, and 
no adjustments have been made to it. 
2.2. The Physical Model 
A model (the Hydroclim model) has been constructed to evaluate the impact on the three 
hydroelectric power plants operated by the company ENDESA, as described in the previous 
subsection. Historical data have been collected from both the company as well as public sources. Said 
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water resources on the plants, based on studies carried out by the Public Administration in Spain. 
Figure 1. Location of the three plants along the Guadalquivir Basin.
The company has provided information on daily water flow, rainfall, and monthly electricity
production. While this varies by plant, the information is only considered complete since the end
of the 1960’s. The SAIH (Automatic Hydrologic Data Collection System, of the Ministry of Agriculture,
Food and Environmental Affairs) offers detailed information on many parameters for each location,
but only since the year 2000. The historical information is considered adequate and consistent, and no
adjustments have been made to it.
2.2. The Physical Model
A model (the Hydroclim model) has been constructed to evaluate the impact on the three
hydroelectric power plants operated by the company ENDESA, as described in the previous subsection.
Historical data have been collected from both the company as well as public sources. Said data have
been used to reproduce the operations of each plant with the model, calibrating it to offer the most
accurate results possible. The methodology is explained below.
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The model was subsequently used to better understand the impact of the projected evolution
of water resources on the plants, based on studies carried out by the Public Administration in Spain.
Separately, an economic model has been created to determine to what extent changes in production
may impact the plants, both in terms of operating margins and investment.
A ceteris paribus approach has been used, in which unitary costs and electricity prices are
constant over time. Likewise, it has been assumed that the physical characteristics of the plants have
not changed, nor have they taken any adaptive measures, apart from those stemming from their
current operating systems.
The reason for this approach, bearing in mind the broad time range of the projections (2011–2100),
is to avoid distortion in the analysis, derived from assumptions on future electricity market prices,
or the evolution of costs. Similarly, by placing the analysis in operational margins, the impact
of discount rates is avoided over such a long period. However, a discount rate has been considered
in the investment analysis.
Simulations have been carried out through the model, developed specifically for this purpose.
The model reproduces the physical operations of hydroelectric power plants, and is able to generate
production outputs from daily flow data. A regression analysis between runoff and production for
the same purpose (such as the one conducted in [8]) was conducted also but an engineering approach
provided more accurate results, specifically in the plants with bigger reservoirs. This approach is also
closer to the actual operation of the plants and to the decision making procedures in the sector.
This model takes into account the distinct characteristics of each plant, through a series
of elements:
• Physical parameters, such as the storage capacity of a reservoir, if any, or the plant’s net head.
• Technical parameters, like the turbine power and discharge and efficiency factors.
• Operational elements such as the operating regime and external constraints.
The model can therefore be used for both storage and run-of-river plants, and accommodates
daily, annual, and multiyear balancing regimes. Additionally, through external constraints, further
limitations may be included. In the case of the pilot plants, the limitations are related to usage
restrictions due to the need to store water for future agricultural use. Figure 2 provides a schematic
description of the model.
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Figure 2. Operation of HydroCli Physical odel.
From daily runoff data, the model calculates the daily flow that runs the turbines, spilling
(water discharged directly into the river bed, and therefore not exploited), cumulative flow, and
operating hours.
Daily production is calculated using the following formula [13,17]:
Et = γ · Tt · Hn ·QTt · e f · µ,
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where:
• γ = 9.81 kN/m3 (specific weight of water).
• Tt is the average daily operation time (in hours) in day t.
• Hn is the plant’s net head (in m).
• QTt is the flow that runs the turbines in day t (in m3/s).
• ef is the plant’s aggregate efficiency factor, which always takes a value between 0 and 1.
• µ refers to contingencies. As the goal of the study is to provide future projections that are
consistent with the historical performance of the plants, this parameter as well as the efficiency
factor have been calculated for each plant and are considered together and assumed to remain
constant in the future.
The variable Tt is obtained in the following way:
For each plant, the following data are known:
• Q, which is the historic average flow to the plant (in m3/s).
• Q =
N
∑
t=1
Qt
N , where Qt is the average flow to the plant in day t (in m
3/s), and N is the number
of days.
• T, which is the historic average of operating hours per day.
In the model, it is assumed that in day t, TtQt =
T
Q
, with the constraint that Tt ≤ 24.
Therefore:
Tt =

QtT
Q
, if QtT
Q
≤ 24
24, if QtT
Q
> 24
The variable QTt is obtained in the following way:
For a given plant i, the following parameters are defined:
• α : Minimum volume of stored water required to run the turbines (in m3).
• QTmax : Maximum turbine capacity in the plant (in m3/s).
• Vmax : Maximum storage capacity of the reservoir (in m3).
Let (V0)t be the initial volume of water stored in the plant (in m
3), at the beginning of day t.
• If (V0)t < α⇒ QTt = 0
• If (V0)t ≥ α, then:
If (V0)t + 86400Qt ≥ 3600Tt QTmax ⇔ (V0)t3600Tt +
86400Qt
3600Tt ≥ QTmax, QTt = QTmax
If (V0)t + 86400Qt < 3600Tt QTmax ⇔ (V0)t3600Tt +
86400Qt
3600Tt < QTmax, QTt =
(V0)t
3600Tt +
86400Qt
3600Tt
The initial volume of water stored in the plant (in m3) at the beginning of each day must be
updated, as follows:
Let’s define QDt the amount of spilled flow (in m3/s):
• If (V0)t + 86400Qt − 3600Tt QTt ≤ Vmax, then QDt = 0.
• If (V0)t + 86400Qt − 3600Tt QTt > Vmax, there is spilling. The volume of spilled flow (in m3) in
day t is:
(VD)t = (V0)t + 86400Qt − 3600Tt QTt −Vmax,
Therefore the volume for the following day can be calculated using the following equation:
(V0)t+1 = (V0)t + 86400Qt − (VD)t − 3600Tt QTt.
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2.3. Historical Reconstruction
The Hydroclim model has been used to reproduce the operations of each of the three plants. Each
of them has specific characteristics that requires a distinctive treatment. Logically, it is more difficult
to reproduce the operations of plants with a greater operational capacity, as the managers of these
plants have the ability to store water and process it at the most economically opportune time, as well
as to adjust usage based on expected shortages.
The case of Mengíbar, the run-of-river plant, is much simpler due to its smaller operational
capacity. It does not have a reservoir in and of itself, and the biggest challenge is to determine on
a daily basis how much water may be processed, and when it should be spilled. The model provides
a 97% correlation between historical production and reconstructed production since 1975 (Figure 3),
which is when the plant was renovated and took on its current configuration.
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Figure 3. Historical production and reconstruction at the Mengíbar plant. Source: Own elaboration
and ENDESA.
The modelling of the Cala plant faces the challenge of managing a certain storage limit, along
with the need to spill in the case that this limit is exceeded. The correlation obtained in this case,
for the period of 1961 to 2012, is 87% (Figure 4), with no correction for historical anomalies or periods
of renovation (such as in 1976, when production ceased).
Energies 2017, 10, 1343 6 of 18 
 
0 1 0( ) ( ) 86400 ( ) 3600 .t t t t t tV V Q VD T QT+ = + − −   
2.3. Historical Reconstruction 
The Hydroclim model has been us d to reproduce th  operations of each of the thr e plants. 
Each of them as specific characteristics th t r quires a disti ctive treatment. Logically, it is mor  
difficult to reproduce the operations of plants with  greater op rati nal capacity, as th  managers of 
these plants h v  the ability to store water and process it at the most economically opportune time, 
as well as to adjust usage based on expected shortages. 
The case of Mengíbar, the run-of-river plant, is much simpler due to its smaller operational 
capacity. It does not have a reservoir in and of itself, and the biggest challenge is to determine on a 
daily basis how much water may be r cessed, and when it shoul  be spilled. The model provid s a 
97% correlation between historical producti n and reconstructed production since 1975 (Figure 3), 
which is when the plant was renovated and took on its current configuration. 
 
Figure 3. Historical production and reconstruction at the Mengíbar plant. Source: Own elaboration 
and ENDESA. 
The odelling of the ala plant faces the challenge of anaging a certain storage li it, along 
ith the need to spill in the case that this limit is exceeded. The correlation obtained in this case, for 
the period of 1961 to 2012, is 87% (Figure 4), with no correction for historical anomalies or periods of 
renovation (such as in 1976, when production ceased). 
 
Figure 4. Historical production and reconstruction at the Cala plant. Source: Own elaboration and 
ENDESA. 
The remaining plant, Tranco de Beas, is the most complex due to its large reservoir (in fact, it is 
considered limitless in the model). Therefore, the operational capacity of the plant operator is much 
greater. In this case, it has been difficult to account for decisions to halt production during certain 
times of year, despite having an available supply and flow. This anomaly has been solved by 
0
10
2
3
4
5
6
7
8
9
 -
 5,000
 10,000
 15,000
 20,000
 25,000
19
76
19
77
19
78
19
79
19
80
19
81
19
82
19
83
19
84
19
85
19
86
19
87
19
88
19
89
19
90
19
91
19
92
19
93
19
94
19
95
19
96
19
97
19
98
19
99
20
00
20
01
20
02
20
03
20
04
20
05
20
06
20
07
20
08
20
09
20
10
20
11
m
3 /s
ec
.
M
W
h
YEARS
Average Flow (m³/sec) Historical Production (MWh) Reconstructed production (MWh)
0
2
4
6
8
10
12
14
 -
 10,000
 20,000
 30,000
 40,000
 50,000
 60,000
19
61
19
62
19
63
19
64
19
65
19
66
19
67
19
68
19
69
19
70
19
71
19
72
19
73
19
74
19
75
19
76
19
77
19
78
19
79
19
80
19
81
19
82
19
83
19
84
19
85
19
86
19
87
19
88
19
89
19
90
19
91
19
92
19
93
19
94
19
95
19
96
19
97
19
98
19
99
20
00
20
01
20
02
20
03
20
04
20
05
20
06
20
07
20
08
20
09
20
10
20
11
20
12
20
13
m
3 /s
ec
.
M
W
h
YEARS
Average Flow (m³/sec) Historical Production (MWh) Reconstructed production (MWh)
Figure 4. Historical production and reconstruction at the Cala plant. Source: Own elaboration
and ENDESA.
The remaining plant, Tranco de Beas, is the most complex due to its large reservoir (in fact, it is
considered limitless in the model). Therefore, the operational capacity of the plant operator is much
greater. In this case, it has been difficult to account for decisions to halt production during certain
Energies 2017, 10, 1343 7 of 19
times of year, despite having an available supply and flow. This anomaly has been solved by including
an additional restriction on the plant operator, requiring that production be cut if minimum reserves
for the following year were not met at the end of the irrigation season. This is the µ parameter that
was mentioned above. The correlation from 1966 to 2012 is 83% (Figure 5).
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Figure 5. Historical production and reconstruction at the Tranco de Beas plant. Source: Own elaboration
and ENDESA.
3. Production Projections
3.1. Hypothesis for the Projections
Once the model has been tested and calibrated to provide an acceptable correlation with historical
data, the next step is to use it as the basis from which to project the potential impacts of climate change.
Climate change scenarios have been primarily based on work done by the Center for Studies and
Experimentation of Public Works (CEDEX) under the Ministry of Public Works. CEDEX carried out
a series of studies between 2010 and 2012 aimed at assessing the impacts of climate change on water
resources and bodies of water. One of these reports [18] centers on production systems, using the
hydrological model SIMPA to assess changes in available water resources in the main Spanish rivers
in the A2 and B2 scenarios of the Fourth Assessment Report (4AR) of the Intergovernmental Panel
on Climate Change (IPCC). These studies have already been used as a reference to evaluate changes
in the Spanish energy system due to climate change [19].
The report contains projections of resource availability for the periods 2011–2040, 2041–2070,
and 2071–2100, in relation to the reference period 1961–1990. In this case, the average change in
runoff for the six models studied for the Guadalquivir has been used under the assumption of uniform
demand (Table 2). All models point towards a reduction in runoff, ranging from −37 to −62% (A2)
and from −5 to −44% (B2) in the long term (2071–2100).
Table 2. Variation of available resource (runoff) based on CEDEX average projections for the
Guadalquivir, compared with 1961–1990. Scenarios A2 and B2. Source: CEDEX, 2012.
Scenario 2011–2040 2041–2070 2071–2100
A2 −19% −32% −46%
B2 −29% −20% −26%
e res lts of t e st y re rese t a aggregate s of t e ole basi , it o
iffere tiatio bet ee its different parts. In the projections, for lack of better information, it has
been assumed that reductions in availability are equally applicable to all plants, alt ough they are
located in different sections and their individual contributions depen on distinct sources. That is,
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the reductions in water resources provided by CEDEX for the different periods have been transferred
to the daily flow data available for the plants from 1961 to 1990. Therefore, the seasonal distribution
of flow has been kept as in the original record.
In contrast with this source of information, two additional references have been used. Firstly,
historical information for each plant provided by the company has been used to confirm the consistency
of the projections. Secondly, rainfall projections for each region, provided by the Andalusian
Government, have been used for scenarios A2 and B1 of the 4AR of the IPCC [20].
The selected approach might underestimate climate change impacts for two reasons. On the
one hand, due to the limitations of the model, these projections do not take into account the impact
of changes to the contributions needed to maintain a minimal ecological flow, or to meet certain
guarantee curves for other uses, and subsequently the potential impact of this on energy production.
That is to say, it has been assumed that spilled flow will be managed under the same assumptions
as during the historical period. On the other hand, due to lack of information, the impact of periods
of intense rainfall have not been considered, although seasonal variations may affect the performance
of the plant [21].
3.2. Results
The results of these projections show a significant decline in production, which is consistent
with the decrease in contributions projected by CEDEX. Except in Tranco de Beas, the reduction
in production is always inferior to the decrease in runoff. On the other hand, and consistent with
the CEDEX projections, the A2 scenario shows a growing reduction in contributions. However, the B2
scenario, which begins with greater reductions than A2, then shows an inverted U-shape, with the best
results in the period from 2040–2071. Contributions then fall again, but more slowly than in the
first period.
The following Figures 6–8 show the evolution of production at each plant for the A2 scenario,
along with the moving average over the last 10 years and the linear trend.
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Figure 9 below offers a comparison of the changes in production from 1961–1990, along with the
evolution of water availability reduction from CEDEX. As shown, the decrease in production is present
in all scenarios and plants. By the end of the century this figure reaches a very noteworthy level,
ranging between 30 and 49% for scenario A2 and 10 to 31% for scenario B2.
As shown above, the decrease in production is higher in plants with greater storage capacity.
The plants that, in their current configuration, least efficiently utilize water and are forced to spill
excess flow are the least affected. Part of the decrease in flow simply implies that there is less spilling,
given that that plant could not exploit even the received flow in the initial period. However, where
storage capacity is greater, the implications are more significant because the decrease affects water that
Energies 2017, 10, 1343 9 of 19
was in fact being utilized. For this reason, production decreases are most notable in Tranco de Beas,
followed by Cala, and finally by the run-of-river plant in Mengíbar.
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Figure 8. Projected production for Tranco in MWh (A2).
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This effect is also linked to the fact that Tranco de Beas, like many other storage plants, needs
to have a high installed capacity factor to be able to produce enough power in certain periods of time.
Table 3 displays the pr duction/installed capacity ratio for th plants in the past and in the future, for
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the A2 scenario. The plant in Mengibar shows the best ratio, followed by Cala, then by Tranco de Beas.
This fact will be relevant for the economic analysis as well.
Table 3. Historical and projected production to power ratio (average annual production
(MWh)/capacity (installed MW)). Source: Own elaboration based on data from ENDESA.
Plant
Baseline Projection (A2) Projection (B2)
1961–1990 2011–2040 2041–2070 2071–2100 2011–2040 2041–2070 2071–2100
Cala 1530 1353 1207 996 1243 1343 1278
Mengibar 2723 2608 2299 1915 2364 2588 2438
Tranco de Beas 1054 826 671 533 728 789 730
3.3. Historical Background
A relevant question for plant operators is, to what extent these data are consistent with
the historical evolution of the plants, and their pertinence in the context of other studies.
With regard to the historical significance, as shown in the graphs below, the three plants already
show a trend towards an important reduction in flow and production (the production for Mengíbar
has been reconstructed with the current configuration for the years prior to 1975, given that only
since then has the plant had this specific configuration). The first is more significant conceptually, as
the second may stem from technical reasons or design changes. Despite some logical data dispersion,
the consistent decrease can be observed in Figure 10 for Cala as the dotted line showing the linear
tendency in flow evolution. The reduction in flow, according to the linear tendency, is substantial
between 1961 and 2012 (44% in Cala, 82% in Mengibar and 28% in Tranco). This fact is influenced by
the rainy start of the 1960’s. However, tracing back to 1930 for the plants where information is available,
we find reductions as well (33% in Cala and 73% in Mengibar).
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Figure 10. Historical evolution of flow at the Cala center. Source. Own elaboration based on data
from ENDESA.
Subsequently, the historical trend of reduced flow was extrapolated for the period of
the projections, and compared to the flow hypotheses that were obtained by applying the CEDEX
scenarios (A2). As can be seen in Figure 11, in the case of Cala the projection results and historical
trends show relevant consistency. In the case of Mengíbar and Tranco de Beas (Figures 12 and 13) the
historical trend in flow reduction is much greater than that shown in the projections. In fact, following
this trend, flow would reach zero in these plants before the end of the century.
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Figure 11. Historical and projected flow (m3/s), Cala center. Source: Own elaboration and ENDESA.
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Figure 12. Historical and projected flow (m3/s), Mengibar center. Source: Own elaboration
and ENDESA.
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Figure 13. Historical and projected flow (m3/s), Tranco center. Source: Own elaboration and ENDESA.
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3.4. Alternative Sources of Information
There are only a few relevant sources with enough resolution to test these results. The results
of the CEDEX projections that have been used above have been compared to those of the Regional
Government of Andalusia. This government, as previously mentioned, conducted a study that offers
data on rainfall reductions for each of the different Andalusian provinces for scenarios A2 and B1
of the 4AR of the IPCC [20]. Historical rainfall and flow data have been correlated, from a simple
polynomial regression, to obtain flow data for each of the distinct rainfall scenarios. These data have
been used in the model to project production until the end of the century.
Logically, this exercise implies greater uncertainty than the CEDEX projections, for various reasons.
Firstly, because there are significant differences in rainfall within the provinces, and particularly
because the contributions to each plant may be influenced by provinces located upstream.
Secondly, the historical correlation between flow and rainfall is relatively high in Cala and
Tranco (83 and 85%, respectively), but much lower in Mengíbar (54%). In other words, considering
existing historical information, rainfall can be an acceptable approximation to flow only in two plants.
The relation between flow (m3/s) and rainfall (L/m2) in Tranco is represented in Figure 14.
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Figure 14. Flow and rainfall data (1967–2012), Tranco de Beas center. Source: Own elaboration based
on data from ENDESA.
Below are the projections made using data from the Regional Government of Andalusia, compared
with the results from CEDEX (Table 4). Generally, projected reductions obtained with the government
data are more moderate than those from CEDEX, although the overall trend is the same. It should also
be noted that the compared scenarios are within the same family, but are not exactly the same (A2 and
B2 for CEDEX, and A2 and B1 for the Regional Government of Andalusia).
Table 4. Projected reductions in production (%). CEDEX vs. Regional Government of Andalusia.
PLANT PROJECTION
A2 B /B
2011–2040 2041–2070 2071–2100 2011–2040 2041–2070 2071–2100
Cala
CEDEX −12% −21% −35% −19% −12% −16%
ANDALUSIA −8% −28% −30% −17% −14% −22%
Mengíbar CEDEX −4% −16% −30% −13% −5% −10%
ANDALUSIA 0% 0% −1% 0% 0% 0%
Tranco
CEDEX −22% −36% −49% −31% −25% −31%
ANDALUSIA −14% −33% −33% −23% −22% −31%
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4. Economic Analysis
4.1. Hypothesis
The company that runs these plants has not provided specific economic information for this
analysis. Therefore, information is taken from literature and government standards developed along
with the remuneration system for hydroelectric power plants in Spain under the so-called “Special
Regime” (feed-in tariff). Although none of these plants operate under this special scheme, it has been
assumed that their cost structure does not differ substantially from similar plants that operate under
this regime.
As noted, the selected values remain constant over time, in accordance with the chosen
ceteris paribus approach. Therefore, future changes have not been taken into account, such as
changes in the electricity market, management upgrades, changes in the plants’ configurations,
new technologies, or other variables that could impact the cost and revenue structure.
Two types of economic analyses have been performed, one on operating margins and another
on investments. In the first, the costs of civil works and engineering have been omitted, as these
plants are in operation and the analysis only considers the investment required to replace machinery,
as suggested by the company. This equipment is assigned a useful lifespan of 25 years, based on the
regulatory lifespan set out by the Ministerial Order.
With regard to capital costs, a study conducted by the Boston Consulting Group for the Spanish
Government has been used [22], along with the Ministerial Order 1045/2014. This study provides
a detailed analysis by installed capacity and plant type, disaggregated by cost category (Table 5).
A linear interpolation of values has been calculated, with total investment costs of 841 €/kW for Cala,
1572 for Mengíbar, and 759 for Tranco de Beas.
Table 5. Capital costs at hydropower plants. Source: Institute for Diversification and Saving of Energy
(IDAE) (2011).
Run-of-River Plants (1000 €/MW) Impoundment Facility (1000 €/MW)
Installed capacity
(MW) 1 10 25 50 1 10 25 50
Industrial margin 200 180 137 100 100 84 70 55
Installation 120 105 90 70 50 35 30 20
Generator 250 210 180 170 250 210 180 170
Turbine 250 210 200 200 250 210 200 200
Other civil works 200 180 150 120 150 140 130 120
Headworks, canal
and penstock 600 600 600 600 175 175 175 175
Total 1620 1485 1357 1260 975 854 785 740
These estimates seem conservative in view of the literature, although the main sources do not
offer such a detailed breakdown for Spain. On the other hand, existing studies show significant
variations due to the fact that investments costs are, understandably, very different depending on the
plant and location. IRENA estimates that 3/4 of investment costs are determined by the local physical
characteristics, and gives values of 1000 to 8000 USD/kW for small power stations in the European
Union [23]. More specifically, their curves depicting power and head show higher values than those
of IDAE [22].
Meanwhile, while a study commissioned by the European Commission [24] do not offer
a systematic classification of power, in categories equivalent to the analyzed plants it gives values
of 1275–5025 €/kW, 975–1600 for medium sized plants, and 1450–5750 for the largest plants.
The values do not greatly differ from those of IDAE, except in the case of Tranco de Beas, where
they are substantially higher as, surprisingly, no economies of scale are reported for large plants.
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Finally, a paper also commissioned by the Spanish Government [25] distinguishes between three
types of plants, which can be linked to those mentioned here (run-of-river to 10 MW, storage plants
of less than 10 MW, and storage plants of between 10 and 50 MW). Investment costs fluctuate between
2000, 1400, and 1100 €/kW, greater than those of IDAE [22].
For the estimation of operation and maintenance costs, IDAE [22] has been chosen in line with
Order 1045/2014, which includes a separate analysis per plant type, size, and commissioning date.
In this regard, costs are fixed per unit of power (between 40–50 €/MW, according to IDAE and are
then adjusted for each plant so that historical costs per MWh produced resemble as closely as possible
the estimates of Ministerial Order 1045/2014.
In the case of Tranco, corrections have been made, as the plant is operating well below capacity,
and only two of the three groups are operating stably. It has therefore been estimated that operation
and maintenance costs are 2/3 of what would correspond to the plant’s theoretical installed capacity.
These data are consistent with the literature, despite the fact that there are very different
reference values, given the large disparity in costs for hydroelectric plants depending on the type, size,
and location. Furthermore, many of the pertinent papers have a different scope and consider different
cost categories.
IRENA [23], for example, estimates a similar range of costs, of 45 to 53 USD/kW/year.
De Jager et al. [24] give lower values for Europe, of 35 €/kW for the largest plants, and 40 €/kW
for the smaller ones.
Several taxes have been considered in the assessment. The tax on electricity production has
been taken into account, introduced by Law 15/2012, which records production and incorporation
into the Spanish Electricity System (at a rate of 7% of the total revenues obtained by the taxpayer).
Also considered is the currently applicable charge for the use of inland water for energy production
(2.2% in plants of less than 50 MW, owing to article 8 of Royal Decree 198/2015). Finally, a charge
of the Water Confederation, estimated at 3% (the value is not published in the concession), is added.
Of lesser importance, local taxes such as those on economic activities and property have not been
taken into account. The Special Tax on electricity has not been considered, given that in its current
form it taxes energy supply for consumption, rather than production. Finally, the Added Value tax
is not included, due to its neutral impact on businesses.
Regarding revenue, Order 1045/2014 assumes an average market price of 52 €/MWh from 2017
which has served as the primary reference. However, some hydroelectric power plants, due to their
operational capacity can choose the time to produce considering existing prices in the electricity market.
To take this into consideration, an alignment ratio has been calculated to reflect the difference between
the average daily electricity market price since 2011, and the weighted average that hydroelectric
energy has been sold at (Table 6). This ratio is estimated at 6.672%, and has been applied to all of the
analyzed centers, as it has been calculated with data from all existing hydroelectric power stations.
Table 6. Alignment ratio for hydroelectric power stations. Own elaboration based on data from
The Spanish Electricity System.
Year Hydroelectric WeightedAverage (€/MWh)
Daily Average Electricity
Market (€/MWh) Average Deviation
2011 52.2 49.9 4.9%
2012 50.6 47.2 7.9%
2013 47.2 44.3 8.1%
2014 44.8 42.1 7.3%
2015 52.8 50.3 5.1%
By reason of the ceteris paribus approach explained above, these costs and revenues remain
stable over time. It has also been assumed that concessions do not change over time, as any change in
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the company managing concessions is not relevant to the objectives of this study. Similarly, no costs
related to the hypothetical end of operating life of the plants have been considered.
4.2. Analysis of Operating Margin
With these presuppositions in mind, results concerning the plants’ margins are shown below.
The period from 1961–1990, on which CEDEX projections are based, is considered a Business As Usual
scenario, and has been compared with the results for all plants for each distinct scenario.
As shown in the historical period, in accordance with the above-mentioned hypotheses, Mengíbar
is the center with the highest operating profit. This is because it is the center with the best ratio
of production to installed power capacity, and operating and maintenance costs have been estimated
as fixed. Tranco de Beas shows the worst results, as it needs a higher capacity factor per unit
of electricity produced, when valued in light of its historical performance.
Concerning future evolution, in the A2 scenario the two plants with a reservoir, Cala and Tranco
de Beas, end up being unprofitable. In the B2 scenario this only occurs with Tranco de Beas. Mengíbar
is, once again, the least affected plant as the projections show a small drop in production and because
it is, historically, the plant with better operating margins. The results are shown in Table 7.
Table 7. Evolution of operating margins at pilot centers.
Plant
Operating Margins
1961–1990
PROJECTED (2011–2100)
A2 B2
Cala 17% −6% 2%
Mengíbar 42% 32% 37%
Tranco 15% −27% −16%
If the analysis is disaggregated by periods of time, (as shown in Table 8) in scenario A2, Cala would
cease to have a positive margin for the period of 2041–2070, and Tranco the Beas even from 2011–2040.
In the B2 scenario, Cala would continue to be profitable while Tranco would be unprofitable again
from the first period (2011–2040).
Table 8. Evolution of operating margins (%) over time.
Plant
BaU A2 BaU B2
1961–1990 2011–2040 2041–2070 2071–2100 1961–1990 2011–2040 2041–2070 2071–2100
Cala 17% 7% −3% −22% 17% 0% 7% 2%
Mengíbar 42% 38% 33% 22% 42% 33% 39% 36%
Tranco 15% −5% −27% −56% 15% −18% −10% −17%
4.3. Investment Analysis
Lastly, an analysis has been carried out regarding a hypothetical investment from scratch. That is
to say, to what extent a full investment to build the plants in their current configuration would be
profitable at each of the plants, considering the expected decrease in electricity production. In this
case therefore, the full set of capital cost categories has been considered, including civil works
and engineering. The period of the investment analysis is fifty years, beginning in 2011, the first
year projected.
A discount rate of 2% has been used, consistent with other studies in the sector in Spain [26].
Two financing options have been analyzed. In the first, funding is considered to be purely internal,
and no opportunity cost is applied. In the second, following the same sources, there is external funding
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of 80% of capital, at an interest rate of 6%, under an equated yearly installment (equal payments during
the loan life cycle to pay off interests and capital).
Table 9 shows the current net values for the different plants, considering A2 and B2 scenarios.
Consistent with the results of the profitability analysis, only the Mengíbar plant shows positive values
for such an investment, and just for the 100% internal financing assumption.
Table 9. Net present values of investments in pilot centers, A2 and B2 scenarios.
Plant
A2 B2
100% Internal 80% External 100% Internal 80% External
Cala −1,832,872 −10,391,233 −2,425,443 −10,983,804
Mengíbar 3,366,106 −1,882,264 2,901,465 −2,346,905
Tranco −16,533,271 −40,526,083 −18,482,928 −42,475,740
5. Discussion
This article has analyzed to what extent decreases in average rainfall due to climate change
could affect the margins and operations of hydroelectric power plants in the long term. As a result,
in the absence of adaptive measures, a decrease in the plants’ productivity is to be expected, which
will significantly impact their margin, except in the case of the run-of-river plant at Mengíbar.
With regards to the physical approach, the primary reference has been public projections
on the availability of water resources. The main uncertainty stems from projections on contributions.
In this sense, it will be important to improve upon and update these projections over time, as new
information becomes available.
A common limitation in the projections of CEDEX and of the Andalusian Government is
that they are based on scenarios from the 4AR of the IPCC. Future analysis would benefit from
more geographically precise projections, based on the Fifth Assessment Report (5AR) of the IPCC.
In the case of CEDEX, it is important to note that the utilized models, when applied to the historical
data, show results that are lower than the actual contributions. This is the best reference to date
for the impact of climate change on water resources in Spain, but remains a work in progress and
could be improved upon.
Additionally, the potential impact that current or future guarantee curves may have
on the management of the plant has not been taken into account. Incorporating this could further
reduce the expected production. Interaction of users in water scarcity scenarios is becoming very
relevant in recent literature [27,28].
One of the most relevant methodological decisions was the ceteris paribus approach. As explained
above, the reason was to avoid distortions due to other factors in the results, especially considering
the long-term framework of the assessment. However, it is to be expected that the electricity production
sector will change substantially over time taking into account, for instance, the growing share
of renewable energies in the electricity mix, which may require a bigger involvement from storage
plants for regulation. The conclusions of this paper could benefit from other studies that shed light on
the future evolution of the sector.
From an economic standpoint, the main uncertainty is that associated with the evolution
of the electricity market in Spain, which is outside the scope of this article. What is more, this study
has operated under the assumptions of the government’s economic model, which do not necessarily
coincide with real costs and benefits.
6. Conclusions
The study has shown that the reduction in availability of water resources linked to climate
change may pose a significant risk for hydroelectric production in southern Spain. Three hydroelectric
power plants have been studied. In all of them the expected reduction in runoff will significantly
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affect the production of the plants. Depending on the scenario, reductions in production by the end
of the century range between 30% and 49% (A2) and between 10% and 31% (B2). This trend is not,
nevertheless, inconsistent with historical data, which already show a significant decrease in flow
at the plants.
The reduction in production, according to our economic and financial hypothesis,
will substantially affect the operating margins of the plants. Under the A2 scenario, two of the
plants would even cease to have positive margins. Under the B2 scenario one of them would be in this
situation. This reduction in water resources would potentially affect new investments in the sector as
our model shows only positive values in one of the plants in a hypothetical investment from scratch.
The run-of-river plant of Mengibar performs better under these scenarios whereas Tranco de Beas,
the plant with higher storage capacity, is the most affected. However, the authors believe this is not so
much related to having a reservoir or not, but rather to the ratio between production and installed
capacity, according to our assumptions. In this regard, the plants with more operational capacity may
have an additional advantage on the market price, which has not been considered here.
These conclusions will benefit from further improvements that can reduce the uncertainty
of the analysis. More updated and accurate projections would help as well as a more detailed
assessment that integrates the needs of the energy sector with needs of other sectors that will face
a shortage as well.
In any case, the time horizon of the study is long-term and many changes are to be expected
in the energy sector during that time. Generally, this allows for time to address potential adaptive
measures, and to continue improving upon the informational groundwork of these projections.
Concerning public policy design, the logical conclusion of this paper is that climate change
may have a decisive impact on the profitability of hydroelectric power plants, which represents
an essential pillar in policies to mitigate climate change in Spain. Despite existing uncertainties,
the magnitude of the expected changes suggests that this factor should be closely monitored by energy
planners and decision makers in a context where climate change may impact as well other generation
technologies [3,4]. The combination of our methodology with an assessment at country level based
on a top-down methodology would shed more light on this matter, following recent research (such
as [7] or [8]).
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